This paper investigates the energy performance of new design air-conditioning system combined with energy audit in KSA governmental building since air conditioning is responsible for more than 60 % of electricity consumption. Alternative solutions are provided. Based on the results, the old conditioners will be replaced for 113 rooms in three floors of the MUAB. The applied methodology uses Wireless Sensor and Actuator Networks (WSAN) for sensing and measuring technique characteristics of the conditioners and compares them with the ones available on the market, which were selected according to ASHRAE Standard 62.1-2007 specified by the manufacturers. Energy balance examination proves that operational conditioners have greater electric consumption and power factor comparing to the known standards. Energy audit applied in the MUAB provided a saving of 10% in the average consumption of electric energy. More than that an exploration is performed to insert Stirling engine in air conditioning cycle proving that it can be a promoted solution and can reduce significantly energy consumption; an alpha Stirling engine has been tested numerically for the same temperature and pressure reigned in the refrigeration cycle proving that it can work with energy efficiency around 42%.
Introduction
Energy necessities have amplified weirdly according to the prompt expansion of the global economy. The awareness that fossil fuel possessions required for the generation of energy are becoming scarce and the climate change is toughly connected to carbon emissions leads engineers and researchers to give more consideration and concern to energy saving and environmental protection. Table 1 includes the temperature, the humidity, and the wind speed data collected in different 20 stations in Saudi Arabia in 2006 which demonstrate that wind energy can be a promising source of renewable energy in KSA as shown in this table which mentions the maximum wind velocity extents at 16.5 m/s in Guriat station, and it is well known that power is a function of the cube of the wind velocity. The measured wind speeds at all the stations are averaged; the maximum wind speed reaches up to 16.5 m/s in Guriat station, while the minimum wind speed is 7.7 m/s in Gizan.
The power available from the wind is a function of the cube of the wind speed. The rising electric energy request and current crisis of the energetic sector lead to meaningful increase of the electric energy. The most consuming part of electricity comes from air conditioning which reaches around 60 % of the total building consumption. In order to lessen electric energy costs, several researchers and engineers have developed and investigated diversities of theoretical and experimental model of air conditioning, and many prototypes have been designed and built [1] [2] [3] [4] [5] [6] [7] . On the other hand, the community behavior should be changed and required two foundations: (i) habit change when using electric equipment and (ii) technology innovation replacing old equipment by efficient equipment [8] .
Replacement of the ineffective apparatus as traditional air conditioning by other energetic efficient technologies is highly requested. Air conditioners are the primary energy consumer in the KSA due to the hot weather (70% of the year). Figure 1 shows the temperature changes over month 2 Journal of Engineering during one year. The average of high recorded temperature is 42.6 Celsius and the average of the temperature averages is 32.2 Celsius. Due to the complex execution, the conditioners retrofit is a significant challenge due to the high cost and the implementation of alternative solutions such as saving plans and power consumption scheduling solutions. Conditioning technologies have improved in the last years. More efficient conditioners are manufactured with a high-energy efficiency. Moreover, environmental pollution of air conditioning should be concerned and the noise level the air conditioner emits is increasingly important; for this reason introducing Stirling engine in the refrigerator cycle will reduce vibration and noise [9] . Split conditioners consume a very huge amount of power and are also characterized by low quality production [10] . In order to revise, modify, and enforce the Saudi standard SASO 2663/2012, the technical team of the Saudi Energy Efficiency Program adopted an approach based on Consensus and Unanimity.
On the other hand, a pure mechanical engineering solution should be applied to air conditioning to reducing energy consumption as replacing compressor by Stirling engine. Stirling engines are significant for low pollution and small noise, since the vibration is very low, with higher durability, simple structure, and capability to self-start; for these reasons, it can be used for air conditioning. Being a regenerative external heated engine with higher performance, it is characterized by an extensive variety of energy resources and it can be a motivated solution for energy consumption in air conditioning [11] [12] [13] [14] [15] [16] .
D.G. Thombare et al. [17] deliver and investigate the important efforts taken for the development of the Stirling cycle engine and techniques used for engine analysis. They conclude that for fruitful operation of engine system with higher efficiency a cautious design of heat exchangers, appropriate assortment of drive mechanism, and engine configuration are essential. Recently Stirling cycle engine working with relatively low temperature with air of helium as working fluid is potentially attractive engines of the future air conditioning particularly in case of low-temperature differential Stirling engines with alpha configuration. Variations of engine torque, shaft power, and brake thermal efficiency at various heat inputs with engine speed and engine performance are presented by B. Kongtragool et al. [18] who designed and made a gamma-configuration for low-temperature differential Stirling engine; they verified the engine with numerous heat suppliers. They conclude that the engine performance will increase with increasing heat input. The engine torque, shaft power, brake thermal efficiency, speed, and heater temperature also increase with increasing heat input. P. Puech et al. [19] provide a theoretical exploration on the thermodynamic analysis of a Stirling engine with linear and sinusoidal variations of the component volume; they show that the dead volume strongly amplifies the imperfect regeneration effect, and the engine performance with perfect regeneration does not depend on the regenerator dead volume. The mean pressure power formula is very adequate and appropriate for the calculation of Stirling engine especially a gamma-configuration, low-temperature differential Stirling engine power output as shown by S. Wongwises et al. [20] ; in their study thy provide a study on power output determination of a gamma-configuration Stirling engine with low-temperature differential. B. Cullen et al. [21] developed a model for theoretical decoupled Stirling cycle engine that is to be used as a tool for analysis of the ideal Stirling cycle engine and the limits on its real-world realization.
This paper will discuss two ways for reducing airconditioning consumption; in the first part authors will Table 3 : Star rating of air-conditioner quality.
EER limits
Star Rating EER > 10 6 9.5 < EER ≤ 10 5 9 < EER ≤ 9.5 4 8.5 < EER ≤ 9 3 perform an energy audit for air-conditioning system used in the most governmental building with economic influence. In the second part authors will expose an original mechanical solution to lessening energy depletion by introducing a Stirling engine in the cycle in parallel with compressor and then perform an energetic investigation.
Regulation and Endorsement
The choice of the appropriate conditioner depends on different parameters; consequently a new regulation established by the ministry of electricity requires clear information from manufactures to the consumers. The Saudi standard SASO 2663/2015 provided an energy labeling to show the minimum energy performance requirements for air conditioners. Table 2 shows the main air conditioners parameters for Windows and split types [22] . Starting from 7/9/2013, SASO will not issue licenses to air conditioners that do not comply with phase 1 of the modified standard and starting 1/1/2015 for phase 2. SASO provides quality methods to follow to recognize the efficiency of electrical devices. Table 3 provides the star rating to be applied from 3 stars and above only. This starting system is a measure used by SASO to control the quality of the air conditioners.
Conditioners characterized by some difficulties in maneuver created by environmental conditions such as dust and high temperature difference between day and night. The energy consuming is based on various complex parameters that are difficult to follow or to control. Therefore, in this paper, the energy consumption is the primary parameter in the study and other parameters will remain constants. Figure 2 presents the new label and the main parameters that should be considered in the replacement process. As seen, the adopted parameter is the annual electricity consumption. In this research, the electricity consumption is measured and collected during nine months. Every air conditioner had its own data file gathered by sensors and its data analyzed as individual.
Energy Efficiency Systems Using WSAN
The designed WSAN monitoring system architecture contains three phases as shown in Figure 3 . The three phases are as follows.
Sensing and Actuating Phase (Pervasive Layer).
In this phase, sensors provide the Graphical User Interface (GUI) data about the energy consumption in different rooms in different floors within the building. The sensing process is a continuous process that is provided every half an hour. The sensed device was mainly a conditioner, printer, light of the offices, and classrooms.
All sensors are linked to each other using wireless transmission, and it has a WSN specification that has a range up to 10 meters among devices. It is a coordinator that controlled the other devices for connection and data exchange. It is similar to Bluetooth Protocol using Master and slaves network architecture [23] .
WSAN Interface Phase (Controlling).
In this phase, the WSAN interface is acting as a gateway for supporting the controlling mechanism provided by actors and gathering data by sensors. In this phase, an integration to wireless networking protocol is performed.
Implementation Layer (Applications).
The software used is suitable for a web browsing and smartphones. It is connected to the system to support secure access.
The adaptability of any wireless system is the critical issue to achieve a high dynamic environment. Some factors can be applied to attain high-energy efficiency, e.g., [24] .
Design Specification for Air Conditioning Based on Stirling Engine
Several researches concerning Stirling engine were carried out because of their advantages; however, in the best authors knowledge no investigation dealt with air conditioning including Stirling engine. We apply here this model with the best choice configuration of Stirling engine and an optimization of pertinent specification for higher performance. The most advantages of the Yoke Ross mechanism are being distinguished by the nonsinusoidal volume variations. Different studies prove that alpha Stirling engine Figure 4 has different advantage compared to beta or gamma Stirling engine. A numerical simulation which takes account of thermal and mechanical losses has been investigated recently [1] [2] [3] [4] [5] [6] [7] . The results obtained are more realistic and are very suitable with the working environment. The model is used to determine different thermodynamics parameters of the Yoke Ross Stirling engine with specification as displayed in Table 6 and to predict the engine performance inside air conditioning.
Equations of Thermodynamic Model
The temperatures in different section are given as below using law of gas perfect as shown by the generalised cell in Figure 5 T
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The temperatures for the two regenerator cell are, respectively,
The boundary temperatures between the tree major sections are expressed as follows [2] :
T r−r = T r1 + T r2 2 (8)
Therefore, the engine thermal efficiency is
And the total engine volume V T represents the sum of all section volume and the model involves Yoke Ross Stirling engine configuration as shown in Figure 6 . The pertinent other parameter for the thermodynamics model introducing energy conservation is as follows [3] : (i) Energy conservation equation [4, 5] iṡ The WSAN technique that presented in this paper connects WSANs with Ethernet/Internet to perform an energy saving algorithm that can be performed online to implement some steps that measured the energy consumption. This technique is managed and controlled by the distribution of WSANs in the lecture halls, laboratories, and faculty members' offices in the assigned building using the communication protocols such as ZigBee and 6LoWPAN. Such protocols are integrated into a large number of home automation devices that are usually integrated with computation and sensing; WSAN devices are available commercially with low cost and radio communication capabilities [26] systems, most with small size and low power features.
Research Methodology
In the proposed energy saving technique, these devices contain nodes with joined sensors computing energy and mutual power adjustment and instruments to measure pertinent other parameter [25-27].
The energy consumption of the air conditioner in room 802 shows different values based on the time of day and the month.
The average cost of the air conditioner that satisfies the Saudi standard SASO 2663/2015 (24,000 BTU) unit is around 2500 SAR (667$).
Recently refrigerants 407C and 410A replaced the old one R-22 refrigerant and even they have less efficiency compared to R-22 refrigerant. The decreasing is about 10% at 46 ∘ C.
Air conditioner power consumption trumps that of most appliances. The power consumption of air conditioners averages 228 watts (for a 24,000 BTU unit) in most KSA buildings per month. That would cost the following: the average energy consumption for survey dwellings based on the type of airconditioning systems: kWh/m 2 /year for Central 221.5, MiniSplit 144.3, Window-type and 183.3 Window-type and MiniSplit 156.8 [28] . The saving difference between the two air conditioners is 20$ and for 113 rooms, and the total saving is 2326. Assuming 5-year plan cost compensation, the total saving is 11632.67$. The average = 1602.32 kWh 
Results of the Analysis
In this section, some preliminary results are shown by monitoring the energy consumption of air conditioner in 802 in the University during one academic year tracing the change in the consumption during the different seasons. Figure 7 shows the energy consumption for 3 months (July, August, and September). Other months are not considered due to the low average energy consumption during the winter and spring days. The retrofiring process is very expensive and the saving difference based on the electricity costs will be compensated only after 75145/2326=32.3 years.
The alternative solution is the merged power saving plan using optimization energy saving plans that can save up to 10% and the total saving will be 113X16$=1808$ per year. Using the difference in energy consumption cots, three air conditioners can be replaced and this will give additional 60 $ per year.
Temperature Variations in Different Compartment.
The temperature variations and the temperature profile of the model are shown in Figure 8 . In the regenerator, we notice that the temperature variation of the matrix (T par1 , T par2 ) is about 10 ∘ C what shows that the quantity of heat stored is low. The difference between the matrix and the associated gas temperature (Tr1, T r2 ) is about 20 ∘ C which proves that the regenerator has good effectiveness. Figures 9 and 10 display, respectively, the pressure variation along the cycle and the P-V diagram. The gas in the heater and the cooler, however, shows a very much higher temperature variation, respectively, of more than 100 ∘ C and 50 ∘ C over the cycle. Different researches prove that regenerator represents the most important section in Stirling engine; therefore, a regenerator with higher efficiency leads to significant increase in the overall energy efficiency of the engine.
Tlili et al. [10] [11] [12] [13] [14] study the effect of the heat capacity of regenerator matrices and the conductivity on the engine performance; they demonstrate that an optimal value for both heat capacity of regenerator matrices and the conductivity leads to the highest energy efficiency of the Stirling engine. In our case, Figure 11 depicts that rise of thermal conductivity on matrices c1 and c2 lessens significantly the engine; this can be explained by the fact that the irreversibilities related to the conduction have been increased [12] . Figure 12 represents that the heat capacity of the regenerator matrix leads to enhancing the engine performances. We can conclude that the engine performance depends on the material nature of matrices c1 and c2. is well known that an augmenting on mass affects meaningfully gas velocity, load, and pressure, since all the sections are closed volume. Consequently, irreversibilities related to pressure drop and energy losses augment [17] ; nevertheless, the engine power grows and it is found that an optimum value of working fluid mass gives an extreme engine efficiency around 42% for m = 1 g, as revealed in Figure 13 . This can be explained by the increasing in pressure loss and the capacity restriction of matrices c1 and c2 in terms of conductivity. The results found show that for m = 4 g we obtain a perfect performance for the engine. Also, we notice that the increase of the total mass of gas induces an increase continuously in heat exchanged. It is also noticed that the temperature also supports the heat exchanged. Figure 14 depicts the variation of engine performance with heater temperature. It is perceived that an increasing in heater temperature leads to an augmentation on engine performances, whereas the engine 8 Journal of Engineering power enhances with the operating frequency. Furthermore, it is well known that an increasing in heater temperature leads to engine thermal losses [3] ; while in our case the engine performance increases, this can be interpreted by the fact the heat transferred in the regenerator between working fluid and matrices has been increasing meaningfully. It can be seen that growth of the heater temperature makes an unceasingly growth in heat exchanged. It should be pointed out that the development technology related to material will enhance the performance of Stirling engines and as a consequence in air conditioning systems.
Performance Optimization of Alpha Stirling Engine

Effect of Heater Temperature.
Conclusion
The production and consumption of energy are responsible for a large portion of the environmental problems worldwide. In addition, the need to boost the efforts for further development and promotion of renewable energy sources and energy efficiency has been felt world over in light of rising exhaustible energy resources prices. Since energy security, economic growth, and environment protection are the national energy policy drivers of Saudi Arabia, it continues its commitment toward the utilization of more efficient energy systems based on the long-term importance of sustainable energy sources as in playing a supportive role to reducing energy consumption. That is why the Kingdom is at the forefront of a number of research initiatives into exploring more potential and deployment of energy efficiency technologies, in particular showing itself to be a leader in this issue. However, barriers to the deployment of more efficient energy on a wide scale still remain. This paper investigates the energy efficiency and the economic impact provided by air conditioning in KSA governmental building (Majmaah University Administrative Building MUAB), since air conditioning is responsible for more than 60 % of electricity consumption. Alternative solutions are provided. More than that an investigation performed to insert Stirling engine in air conditioning cycle proves that it can be a promoted solution and can reduce significantly energy consumption; an alpha Stirling engine has been tested for the same temperature and pressure reigned in the refrigeration cycle proving that it can work with energy efficiency around 42%. To carry out this study, we presented initially the constraints of the Yoke Ross Stirling engine into a thermodynamic model; the attained results were very close to other results [4] [5] [6] [7] . Then, we examine the effect of pertinent parameter of the proposed engine; the main results show that the lessening of the matrix porosity and conductivity of the regenerator raise the performance. The increasing of the working fluid mass leads to augmenting the engine power and pressure; nevertheless, the effectiveness reaches the maximum. Also, it is demonstrated that when the exchanger piston section increased and its stroke diminished, the engine output increases and the efficiency reaches the maximum. Finally, the model optimizing these parameters show that Yoke Ross Stirling engine can work between T h = 330 K and T c = 280 K. Applying this study to prototypes of air conditioning will lead to the determination of their design optimal parameters and consequently to enhance performance. 
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